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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION 00800 - SPECIAL CONTRACT REQUIREMENTS  
 
 
 
The following have been added by full text:  
        Q&A 2 

Q&A Pt. 2 
 
Q3. Please confirm there is only one 200KVA generator, the power plant drawing shows 
two generators.  

A3. See Below. 
 

Q8. According to the Single Line Diagram for Electrical System (Drawing 00-E-601), there 
are two (2) Diesel Generators 810kVA/648 kW and related equipment, but in the Scope of 
Work, there is mention of only one. Please Clarify. 

A8. See Below. 
 

Q9. According to the Single Line Diagram for Electrical System (Drawing 00-E-601), there 
is one (1) Utility Distribution Transformer 800kVA, 11kV/380V and related equipment, but 
in the Scope of Work, this Transformer is not mentioned. Please Clarify.  

A9. See Below. 
 
Q13. Scope of work section 01010pra 4.11.1 specified to provide one 200KVA generator, 
but in drawing page 00-E-103 two sets of generator have shown. Please clarify; should we 
calculate two or one set of generator? 

A13. See Below. 
 

Section 01010 
 
4.11.1 ON-SITE POWER PLANT 
 
Delete – “Power Plant shall consist of one 200kVA generator for each project site in accordance 
with the requirements indicated in Section 01015. Generator shall be provided with the 
manufacturer's weather-proof sound attenuating enclosure. Generator pad, overhead cover, and 
security fencing shall be constructed in accordance with the provided contract Fuel Generator 
Canopy and drawings with fencing and lockable gates. All fencing and gates shall be topped with 
triple strand barb wire.” 
 
Add – “Power Plant shall be designed in accordance with the requirements indicated in Section 
01015.”  
 
Section 01015 
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9.4.1 Electrical Distribution System 

Generator Power System 

Delete – “The generator power system shall consist of one 200 kVA generator. The generators 
shall supply power at 380/220 V, 50 Hz. Generators shall be derated as necessary for the ambient 
temperature and altitude of the site. 
 
Generator fuel storage capacity shall be based on usage at total load for a minimum of 30 days. 
For fuel storage requirements, see Mechanical paragraph: Generator Fuel Storage/Distribution.” 
 

Add – “The generator system shall consist of two 810kVA generators as shown in the electrical 
single-line diagram. All electrical apparatus, including the 800 kVA transformer and the 
disconnect switch for future utility connection, shall be installed as shown in the single-line 
diagram. Each generator shall have a net rating of 810kVA after being de-rated for the altitude 
and temperature of the site. 

A load bank rated at 40% of the nameplate rating of the generator shall be installed at the main 
switchboard, MSWB, panel.  The load bank shall have 50kW or less load steps and shall be 
connected to the MSWB via a circuit breaker. 

Generator shall be provided with the manufacturer's weather-proof sound attenuating enclosure. 
Generator pad, overhead cover, and security fencing shall be constructed in accordance with the 
provided contract Fuel Generator Canopy and drawings with fencing and lockable gates. All 
fencing and gates shall be topped with triple strand barb wire. 
 
Generator fuel storage capacity shall be based on usage at total load for a minimum of 30 days. 
For fuel storage requirements, see Mechanical paragraph: Generator Fuel Storage/Distribution.” 
  
 
(End of Summary of Changes)  
 


